Direktstarter mit Wahlschalter / D.O.L. Starter with selector switch P1W..
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Die vollstandige Klemmenbezeichnung nach
EN50012 ergibt sich aus den am Schiitz ange-
brachten Platzziffern (2., 3.) und den am Hilfskon-
taktblock angebrachten Funktionsziffern (z.B. .1, .2
oder .3, .4)

The completa terminal marking accerding fo
EN50012 results from the sequence numberon the
contactor (2., 3.) and the function number on the
auxiliary contactbleck (e.g. .1, 20or.3, 4)

In folgenden Fallen sind Leitungen (-} vom Netz zum

Steuerstromkreis vorgesehen:

380-415V50Hz 2 Leitungen
415-440V 60Hz  (Steuerspannung angeschlossen)

220-240V 50Hz  1Leitung (Leitung A1-1 entfallt, -

240V 60Hz zweiten Pol der Steuerspannung an

Klemme A1 anschlieen)

Anders Spulenspannungen und Frequenzern:
Steuerspannung an Klemme 95 und A1 anschlieBen
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In following cases wire connections (-} from line fo control
circuit are provided:

380-415V 50Hz 2 wires
415-440V 60Hz  (control voltage supply is wired)

220-240V 50Hz 1 wire {terminals A1 and 1
240V 60Hz are not connected. Connect second pole
of control voltage at terminal A1)

Cther ccil voltages and frequencies:
Connect control voltage at terminals 85 and A1

03/2000 Anderungen vorbehalien / Specifications are subject to change without notice D32ib



